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Arceloriiittal Burns Harbor, LLC.
Flat Carbon Steel

&

ArceloMih‘l

CERTIFIED MAIL
RETURN RECEIPT REQUESTED

Mr. Gary Starks

Indiana Department of Environmental Management
Indiana Government Center North

100 North Senate Avenue

Indianapolis, indiana 46204-2251

July 19
RA/NPDES/IN

Subject: Exceedance of Daily Maximum Nitrogen-Ammonia Effluent Limitation
NPDES Permit Number IND0O00175, Outfall 001
ArcelorMittal Bumns Harbor, LLC

Dear Mt. Starks,

In accordance with Part [, Section CG(5) of the subject permit, this is to report two exceedances of the daily
maximum concentration discharge limitation for nitrogen-ammonia that occurred at Outfall 001 on July 12,
2010 and July 13, 2010. The excesdances were reported to IDEM via Non-Compliance 24-Hour Notification
Fax Reports {(Form 52415) one which was e-mailed directly fo you at approximately 1053 hours on July 14,
2010 and the other faxed at approximately 1439 hours on July 15, 2010.

The measured nifrogen-ammonia conceniration at Outfalt 001 for the July 12 and July 13 monitoring periods
were reported as 0.61 milligrams per liter (mg/l) and 0.67 mg/, respectively. These reported concentrations
exceed the daily maximum concentration discharge limitation of .51 mg/l specified in Part |, Page 2 of 27, of
the subject permit. The sample from the July 12 sampling period was rerun and vielded results of 0.57 and
0.63 mg/l.. These results were averaged {o arrive at the reported value of 0.60 mg/l.. Replicate sample
resulis for the July 13 sample period have not yet been received, but will alsc be averaged. This averaging
may impact the value of 0.67 mg/L reported in this letter for the July 13 sample date.

The above exceedances are the result of a combination of several factors. First, high top temperatures
occurred at Blast Furnace ‘C’ on July 10 when the process control system controlling the feed conveyor
faulted. This prevented the charging of material resulfing in elevated temperatures within the fumace, High top
femperatures at the biast fumace can cause the formation of ammonia, which is captured by the gas cleaning
system water. The gas cleaning system has a blowdown to the Dirty Industrial Wastewater (DIVW) sewer,
which flows to the Secondary Wastewater Treatment Plant (SWTP).

Arcoloriiittal Burne Harbor, LLC. T +1 2197872712
Environmental Mgmt. Dept. F +1219 787 4973
250 W, U.S, Highway 12 www.arcelormittal.com
Burns Harbor, IN 46304

USA






ArcelorMittal Burns Harbor, LLC.

Flat Carbon Steel %

ArcelorMittal

CERTIFIED MAIL
RETURN RECEIPT REQUESTED

Mr. Gary Starks

Indiana Department of Environmental Management
Indiana Governmeant Center North

100 North Senate Avenue

indianapolis, indiana 46206-6015

October 08, 2010
RA/NPDES/IN

Subject: Exceedance of Daily Maximum Total Suspended Solids (TSS) Effluent Limitation
NPDES Permit Number INO0O00175 and Operating Permit Number INJ0B0801, Monitoring
Stafion 031/031U
ArcelorMittal Burns Harbor, LLG

Dear Mr. Starks:

In accordanca with Part ||, Section C(4) of NPDES Permit INO000175 and Part i, Section C(3) of
Operating Permit INJOSOB01, this is to provide a timely written report regarding an exceedance of the
daily maximum concentration fimitation for TSS that occumred at Monitoring Station 031/031U for the
October 01, 2010 sample peried, This incident was reported to IDEM, within 24 hours of laboratory
confirmation of the elevated result, by use of the “Noncompliance 24-Hour Notification Fax Repert" (Form
52415) on October 05, 2010.

The Monitoring Station 031/031U TSS result for sample date October 01, 2010 was initially reported by
the contract kaboratory as 55 milligrams per liter (mg/L). This value exceeds the daily maximum fimit of 45
mgil, Because the initial reported result was higher than expected, re-analysis of the sample and analysis
of the dupiicate sample was requested. All three sampie results yielded an average of 53 mg/l_, which will
be reported as the resuit for sample day October 1, 2010,

Investigation of the incident revealed that the low pressure air blower intakes partially plugged over a
period of several days, causing reduced air flow to and, subsequently, agitation in, the aeration basins. As
a result of the reduced agitation, sludge seitied In the aeration tanks and did not move through to the

idary clerifiers. When the aeration problem was resolved on October 1, 2010, the increased air flow
caused setitled solids in the aeration tank to be suspended and flow to the clariflers. This overioaded the
clarifiers and allowed higher than normal solids carryover into the effluent.

Arcotoridittal Burns Harbor, LLE, T +1 219 787 2712
Environmental Mgmt. Dept. F +1 210 7874973
250 W, U.8. Highway 12 vww.arcelomnittal.com
BLgAmsHubu,le






ArcelorMittal Burns Harbor, LLC.
Flat Carbon Steel

ArcelorN\iﬁI

CERTIFIED MAIL
RETURN RECEIPT REQUESTED

Mr. Gary Starks

Indiana Department of Environmental Management
Indiana Government Center North

100 North Senate Avenue

indianapolis, IN 46204-2251

January 28, 2011
Ref: RA/NPDES/MR

Subject: Exceedance of Monthly Average Total Suspended Solids Effluent Limitation
NPDES Permit No. INO000175, Outfatl 011
ArcelorMittal Burns Harbor, LLC.

Dear Mr. Starks,

In accordance with Part I, Section C(5) of NPDES Permit IN0OOD0175, this is to provide a timely written
report regarding an exceedance of the monthly average mass discharge limitation for total suspended solids
(TSS) that occurred at Monitoring Station (MS) 011 in December 2010.

The calculated monthly average mass TSS discharge at MS011 for December was 6980 pounds per day
(lbs/day). This value exceeds the limit of 6000 lbs/day specified in Part |, Page 4 of 27 of the subject
permit.

The monthly average TSS mass exceedance is a direct result of three unusually high daily values of TSS
sampling results. The first was the December 16 24-hour composite sampling resutt of 20 milligrams per
liter (mg/l), which calculated to be a mass discharge of 12,017 Ibs per day. At the time, it was believed
that the winter storms that occurred over the period of December 10-13 contributed to the elevated TSS
result in that large amounts of very light silt were brought in through the intake. Several operating
facilities were down for maintenance which lowered the overall flow to the treatment plant during and
immediately after the storm events. Once operations resumed, the increased flow flushed the lighter solids
into the treatment plant. This flushing effect coupled with the water supply lines containing a higher than
normal solids level was believed to be the cause of the elevated TSS result on December 16. Subsequent MS
011 samples showed a decrease in the solids loading and it was believed that this incident was a one-time
event requiring no further action.

Arceloriittal Burns Harbor, LLC, T +12197872712
Environmentat Mgmt. Depl. F +12197874973
250 W. U.S. Highway 12 www.arcaformittal.com
Bums Harbor, IN 46304

USA


















